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 The extensive use of non-linear loads in domestic, industrialand commercial 
services origin harmonic complications.Harmonics make malfunctions in 
profound equipment, voltage drop across the network, conductor heat 
increases and overvoltage through resonance. All these problems can be 
remunerated by using Unified Power Quality Controller (UPQC) and the 
operation of UPQC depends upon the available voltage across capacitor 
present in dc link. If the capacitor voltage is maintained constant then it gives 
satisfactory performance. The proposed research is basically on designing of 
Wind energy fed to the dc link capacitor of UPQCso as to maintain 
propervoltageacross it and operate the UPQC for power quality analysis. The 
proposed technique is the grouping of shunt and series Active Power Filter 
(APF) to form UPQC which is fed wind energy system and connected to grid 
for better response in the output. In this paper, the simulation model of series 
APF, shunt APF, UPQC and Wind energy with UPQC are design in Matlab. 
The proposed Wind energy-UPQC is design in Matlab simulation for 
reduction of voltage sag, swell, harmonics in load current and compensation 
of active and reactive power. 
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1. INTRODUCTION 
In power system, the word harmonic is extensively used to define the distortion for voltage or 
current waveforms. Harmonic related problems occur due to nonlinear loads. These non-linear loads take 
only short pulses of current from source and combine with the source impedance resulting in distortion of the 
supply voltage. Moreover, the use of electricity is increasing very rapidly so the necessity of renewable 
energy based source is required for interconnection to the distribution network The main drawbacks of the 
renewable sources are the power generation is not continuous and it is season based. To overcome these 
disadvantages numbers of renewable sources are interconnected [1-2]. However, for maintaining the power 
quality difficulty power electronics switches with advance controller mechanism are used [3]. The theory, 
modeling and application of a unified power quality conditioner has been described by Chen et al [4]. Basu et 
al [5] have made a comparative evaluation of two models of UPQC for suitable interface to enhance power 
quality. Montero et al [6] have developed number of method for shunt active power filters used in three-
phase system. Lee et al [7] described the control techniques of series active power filters compensating for 
source voltage unbalance and current harmonics. An efficient voltage sag recognition procedure for a 
dynamic voltage restorer has been developed by Fitzer et al [8]. The simulation and experimental design of 
shunt active power filter for harmonics and reactive power compensation have been described 
by Jain et al [9].  
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2. WIND ENERGY FED UPQC SYSTEM 
This paper presents the design and development of the proposed wind energy fed UPQC system. By 
using instantaneous d-q control theory techniques along with PI and hysteresis band controller, the mitigation 
of voltage sag and swell under different balance and unbalanced load conditions are simulated. The use of 
wind energy for retaining fixed DC link voltage is another distinguishing feature of the wind energy-UPQC 
system. The proposed configuration with UPQC is shown in Figure 1, where voltage sag/swell 
reimbursement and active power injection to the Point of Common Coupling (PCC) in addition to the other 
regular UPQCoperation can be achieved. 
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Figure 1. Basic block diagram for wind energy-UPQC system 
 
 
2.1. Wind Energy System 
The diagram shown in Figure 2 is the basic wind energy conversion system model. The wind kinetic 
energy first converted to rotational motion and by the use of gear box it is matches the speed of 
turbine and generator. 
 
 
 
 
Figure 2. Wind energy system block diagram 
 
 
The function of generator is to convert the mechanical energy of turbine to electrical energy. A 
rectifier is used to convert the AC voltage to DC and a battery is connected in such a way that it can charged 
both the way i.e a bidirectional converter is used to charge the battery [10-11]. 
 
2.2. Modeling of Wind Turbines  
The kinetic energy of wind is converted to rotational motion i.e wind power to mechanical power 
conversion is done with the help of wind turbine blade in contact with wind speed. So different Equation 1 
are given for power generation from wind [12-13].  
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where; PM– Mechanical power, r-Air density,b –Pitch angle, R–Blade Radius–Speed of the wind 
 is the tip-speed ratio, given byl = WR/V 
 - Rotor speed of rotation (in rad/sec) andCP can be expressed as the function of the tip-speed ratio 
(). 
CP–Power coefficient of turbine and1–Any constant 
The kinetic energy of the turbine is converted to mechanical energy and the turbine shaft is 
connected to rotor shaft of the generator. The power is transmitted from turbine to generator with the help of 
shaft. The generator rotor winding is known as armature which is rotates in between the magnetic stationary 
field and produce electrical voltage according to general generator principle. 
In case of permanent magnet synchronous generator (PMSG) the magnetic field is stationary and the 
flux is produce by permanent magnet not by electromagnet, so a separate supply is not required for creation 
of magnetic field and the field flux remain constant. Another advantage of PMSG is that there is no 
requirement of slip ring. All other construction remains same as that of normal 
synchronous generator [14-16]. The simulation of wind turbine is shown in Figure 3 and the generator 
current, torque and current is shown in Figure 4. 
 
 
 
 
Figure 3. Simulation of wind system with PMSG and rectifier 
 
 
 
 
Figure 4. Simulation result of turbine speed vs power 
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2.3. DC to DC Boost Converter 
A step up DC/DC converter is a boost converterwhich increases the solar voltage to desired output 
voltage as required by load. The configuration is shown in Figure 5, which consists of an inductor L, switch 
S, diode D1, capacitor C for filter, load resistance R and DC input voltage Vin. 
 
 
 
 
Figure 5. Basic circuit for boost converter 
 
 
When the switch S is turned ON by using switching pulse the boost inductor stores the energy fed 
from the input voltage source and during this time the load current is maintain by the charged capacitor so 
that the load current should be continuous. 
During the switch off period the input voltage and the stored inductor voltage will appear across the 
load hence the load voltage is increased 
Hence, the load voltage is depending upon weather switch S in ON or OFF and this is depending upon the 
duty ratio D. 
Science the switch conducts with a duty ratio D and then the output DC voltage is given by Equation 5 
 
V0
Vs
=
1
1−D
         (5) 
 
The minimum value of duty cycle Dmin and maximum value of duty cycle Dmax used for a lossless 
boost converter is given by the following equations; 
 
Dmax = 1 −
Vin−min
Vo
× η        (6) 
 
Where, Dmax is the maximum duty ratio required to keep the converter in Continuous Conduction 
Mode (CCM) 
 
Dmin = 1 −
Vin_max
Vo
× η        (7) 
 
Where, Dmin is the minimum duty cycle required to keep the converter in CCM 
 
 
3. CONTROL STRATEGIES OF THE UPQC SYSTEM 
There are several control strategies available to find out the reference values of the voltage and the 
current of UPQC. The Figure 6 shows the block diagram for control strategies of UPQC system. The concept 
of instantaneous active power (p) and reactive power (q) and its application in shunt filter reference current 
generation, the synchronous reference frame theory, the fuzzy logic control (FLC) for the control of UPQC 
method are some of the above mentioned control strategies. Based on the above discussion, d-q theory with 
hysteresis current control mode is suitable for parallel mode operation of UPQC system and d-q theory with 
PWM voltage control mode is suitable for interruption mode operation. The hysteresis control method is 
simple to implement and it has enhanced system stability, increased reliability and mitigates power quality 
problems.  
UPQC consists of two main controllers as follows: 
a. Series Active Power Filter 
b. Shunt Active Power Filter 
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Figure 6. Block diagram of UPQC 
 
 
3.1. Control Scheme of Series Active Filter 
The block diagram for series APF control scheme is shown in Figure 7 where Park’s transformation 
method is used for generation of unit vector signal. The actual voltage and the reference are converted to dq0 
from abc coordinates and both are compared in dq0 reference frame. After the comparison both are again 
converted to abc reference frame. From PLL (phase locked loop) Ø can be generated which is required for 
Park’s transformation and inverse Park’s transformation. The switching pulses required for VSI conduction 
are generated from the comparison of selected output voltage (Vc*) with the sensed series APF output 
voltage (Vc) in a hysteresis voltage controller. 
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Figure 7. Block diagram for control scheme of series active filter 
 
 
3.2. Control Scheme for Shunt Active Power Filter 
The shunt (APF) is normally connected in parallel to the system which indicates the harmonics 
content. To eliminate the harmonics, the equal amount of harmonic compensating current is injected in 
opposite phase w.r.t the harmonic current. The control scheme shown in Figure 8 includes the transfer of 
source current from a-b-c to d-q frame. In nonlinear load the source current includes both oscillating as well 
as dc component. The dc component is only positive sequence component but the oscillating component 
includes positive, negative and zero sequence components. To maintain the DC link voltage this active filter 
will absorb some active power from the power system. The shunt active filter eliminates the harmonics 
component present in the source current & make the source current wave form pure sinusoidal by acting as a 
current controlled voltage source inverter. 
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Figure 8. Block diagram for control scheme of shunt active power filter 
 
 
3.3. Design of Shunt APF 
a. DC link capacitor:-The active and reactive power flow to the system is provided by the link capacitor 
when it is required. 
b. Voltage source inverter: The electronics device which converts direct current to alternating current when 
PWM signal is given to the gates of its IGBT or GTO etc. Here the main function of the VSI is to 
compensate the source current harmonics present by injecting the equal and opposite compensating 
current to the system. 
c. Hysteresis Current Controller: -Hysteresis current controller shown in Figure 9 generates PWM signal 
by comparing the reference signal w.r.t to the actual signal the figure shows the generation of PWM 
signal by comparing the two current signals. 
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Figure 9. Principle of hysteresis current controller 
 
 
4. RESULT AND DISCUSSION 
The Simulink models of wind energy-UPQC are simulated in Matlab which is shown in Figure 10 
which consist of series APF, shunt APF, wind energy and boost converter. The simulation result shown in 
Figure 11 is without series filter where voltage sag is clearly shown from 0.1sec. to 0.3sec. Injected values 
shown in Figure 12. The load voltage is compensated to actual value as shown in Figure 13. The Figure 14 
shows the simulation result load current before compensation and Figure 15 shows the harmonics content i.e. 
16.6% by using FFT analysis. When the shunt active filter injects current from 0.1sec.to 0.4sec as shown in 
Figure 16. The load current harmonics is reducing to2.33% as shown in the FFT analysis Figure 18 for which 
the load current is nearly sinusoidal as shown in Figure 17.  
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Figure 10. Simulation of wind–UPQC system 
 
 
 
 
Figure 11. Load voltage without series active filter 
 
 
 
 
Figure 12. Injected voltage 
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Figure 13. Load voltage with series active filter 
 
 
 
 
Figure 14. Load current before compensation 
 
 
 
 
Figure 15. Harmonics analysis without shunt APF 
 
 
 
Figure 16. Current Injected by shunt active filter 
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Figure 17. Load current with shunt APF 
 
 
 
Figure 18. Harmonics analysis with shunt APF 
 
 
5. CONCLUSION 
The advantage of wind energy system is to retain a constant voltage of 600 volts across the DC-Link 
capacitor. In this work the wind energy with boost converter output is 600V and simulation of wind energy-
UPQC maintains constant voltage of 600V when Sag, Swell and Interruption occur. It also reduces the 
harmonics content to 2.33% if any nonlinear load is associated as shown in Figure 19. Hence the proposed 
scheme can regulate active and reactive power injection to the grid and compensate voltage sag and swell in 
addition to the other usual operation of UPQC effectible as the voltage across the dc link capacitor is 
maintained constant. Figure 20 shows DC link voltage. 
 
 
 
 
  
Figure 19. Harmonic analysis comparision Figure 20. DC-link voltage 
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